












A.  ANSI/IEEE  C57.12.01  ­  General  Requirements  for  Dry­type  Distribution  and  Power 
Transformers. 
B.  ANSI C57.12.22 ­ Requirements for Pad­Mounted, Compartmental­Type, Self­Cooled, 






A.  Submit  shop  drawings  and  product  data  under  the  provisions  of  Section  01300  and 
Section 16010. 
































Select  the  impedance  after  completing  the  fault  study  for  the  distribution  to  assure 
optimum value. 

































3.  Excitation tests.JULY 2008  UCB STANDARDS  16321­4 
B.  Factory test dry­type transformer to ANSI/IEEE C57.12.91 and provide University the 
test results prior to setting the transformer. 
C.  Field test transformer to ANSI/IEEE C57.12.91.  All field tests to be witnessed by Owner. 
All test reports shall be turned over to Owner. 
3.04  ADJUSTING 
A.  Adjust primary taps so that secondary voltage is within one and a half percent (1.5%) of 
rated voltage at full load. 
END OF SECTION